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   RETAINING KIT PK2MB MUST BE USED WITH BACK FED 60A BREAKER

1) CIRCUIT BREAKER NOT TO EXCEED 60 AMPERES  

   NOT TO EXCEED 60 AMPERES.

2) FEEDER CIRCUIT BREAKER AT STUB POLE SERVICE PANEL

   MANUAL TRANSFER EQUIPMENT KIT PK4DTIM4LA

   THE SERVICE DISCONNECT BREAKER AND THE GENERATOR HOOK UP

4) A TRANSFER SWITCH KIT MUST BE INSTALLED BETWEEN

   (REFER TO SCHEMATIC ON BOX COVER FOR EXACT LOCATION)

   LOAD CENTER,REMOVE THE BRASS COLORED BONDING SCREW

5) WHERE SEPARATE GROUND WIRE EXISTS BETWEEN THE SERVICE AND THE
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